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Abstract
© Published under licence by IOP Publishing Ltd. The decision-making analysis for synthesis of
high-performance hybrid boiler plants is based on current philosophy of system analysis and
synthesis of combined heat and power plants. Energetic and exergetic utilization is used as
performance criteria.
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